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LAMP

WIRING NUTS

SCREW #8-32X1"

G

MOUNTING BRACKET
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1. Prior to installation, install the mounting 
plate on the junction box with mounting 
screws. Drive screws completely to the end 
of the junction box.

2. Connect supply wires to wires on fixture 
with wirenuts. Connect white to white, 
black to black and copper wire to copper 
wire as grounding connection

3. Completing the installation by pushing 
the fixture into the mounting plate.

WIRING GUIDE
 

LED indicator colors/functions.
AC power is present, the emergency driver is charging in a standby mode, the red LED light on 
to indicate that it is charging
When the AC power goes out, the emergency driver detects the AC power outage and 
automatically switch to the working  emergency mode. The red LED light off. When the AC 
power is restored , the emergency driver backs to AC power working and starts re-charging, 
the red LED light on.
Minimum charge time 24hours


